The influence of hospital ward design on resilience to heat waves: An exploration using distributed lag models  by Iddon, C.R. et al.
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Distributed  lag  models  (DLMs)  to  predict  future  internal  temperatures  have  been  developed  using the
hourly  weather  data  and  the  internal  temperatures  recorded  in  eleven  spaces  on  two  UK National  Health
Service (NHS)  hospital  sites.  The  ward  spaces  were in ﬁve  buildings  of very  different  type and  age.  In all  the
DLMs,  the best  prediction  of  internal  temperature  was  obtained  using  three  exogenous  drivers,  previous
internal  temperature,  external  temperature  and  solar  radiation.  DLMs  were  sensitive  to the  buildings’
differences  in  orientation,  thermal  mass  and  shading  and were  validated  by comparing  the  predictions
with  the  internal  temperatures  recorded  in  the  summer  of  2012.  The  results  were  encouraging,  with  both
modelled  and  recorded  data  showing  good  correlation.  To  understand  the  resilience  of the  spaces  to  heatverheating risk
istributed lag models
hermal modelling
ospitals
esilliance
rediction
waves,  the  DLMs  were  fed  with  weather  data  recorded  during  the hot  summer  of  2006.  The  Nightingale
wards  and traditional  masonry  wards  showed  remarkable  resilience  to the  hot  weather.  In contrast,  light-
weight  modular  buildings  were  predicted  to  overheat  dangerously.  By recording  internal  temperatures
for  a short  period,  DLMs  might  be created  that  can  forecast  future  temperatures  in  many  other  types  of
naturally  ventilated  or mixed-mode  buildings  as  a means  of assessing  overheating  risk.
© 2014  The  Authors.  Published  by  Elsevier  B.V.  This  is  an open  access  article  under  the  CC  BY  license
wave plan [10]. Studies on heat waves in London have demon-orecasting
. Introduction
In populated areas around the globe, and irrespective of local cli-
ate, periods of prolonged and uncharacteristically high external
emperature (often referred to as ‘heat waves’ though debate over
he speciﬁc deﬁnition of such events remain) correlate to increases
n localised mortality rates. The heat wave in Quebec 2010 saw
 33% increase in daily death rates [1], and in Brisbane, where
eople are well accustomed to hot weather, signiﬁcant increases
n mortality were reported during heat waves between 1996 and
005 [2]. Estimates of over 50,000 extra deaths have been recorded
or the Europe-wide heat wave of 2003, of which 22,080 excess
eaths were reported in England, Wales, France, Italy and Portugal
3]. Episodes of prolonged hot weather have been demonstrated
o increase mortality in certain vulnerable demographics, particu-
arly the over 80s, and to increase in the number of cardiovascular
eaths in individuals aged 45 years or older [4] whilst in Suzhou,
∗ Corresponding author. Tel.: +44 01509 222615.
E-mail address: k.l.lomas@lboro.ac.uk (K.J. Lomas).
ttp://dx.doi.org/10.1016/j.enbuild.2014.09.053
378-7788/© 2014 The Authors. Published by Elsevier B.V. This is an open access article u(http://creativecommons.org/licenses/by/3.0/).
China, no signiﬁcant modifying effect by gender, age or educational
level was  observed on temperature–mortality relationship [5].
The Intergovernmental Panel on Climate Change (IPCC) reports
that since 1950 there is a medium conﬁdence that there has been a
consistent increase in Warm Spell Duration Index (WSDI),1 an indi-
cator of the number and frequency of heat wave events, in Northern
Europe [6–8]. It is likely that heat waves will be longer and more
intense in the future due to a warming climate, though there is some
dependency on the parameterisation choice used in models to pre-
dict these events [6,9]. Regardless of their predicted frequency and
intensity, heat waves will continue to occur and this, in conjunction
with evidence from past events, has focussed efforts on the means
and methods to reduce the risks of mortality during hot weather.
In England, the Department for Health publishes a yearly heatstrated that although mortality increases during heat waves,
hospital admissions do not increase signiﬁcantly, suggesting that
1 Warm Spell Duration Index (WSDI): fraction of days per year or season which
belong to periods of at least 6 days at which consecutively Tmax > q90, where q90
gives the climatological 90%-quartile of Tmax for that day.
nder the CC BY license (http://creativecommons.org/licenses/by/3.0/).
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he most vulnerable groups are the elderly living alone or with
imited social contact, and the heat wave plans rightly focus partic-
lar attention on these demographics [11].
Hospitals must be resilient to heat waves as they house peo-
le with chronic medical conditions who are thus vulnerable to
rolonged high temperature. Proposed measures to reduce mortal-
ty risks to patients during heat wave events, include maintaining
cool’ zones [10,12]. Kravchenko et al., in an American study, recom-
end controlling the internal environment and provision of ‘cool’
ones with air conditioning, however the National Health Service
NHS) faces a challenge: how to deliver safe environments in a
hanging climate whilst meeting ambitious carbon reduction tar-
ets. Widespread use of air-conditioning is unlikely to meet both
riteria [13,14].
Very few hospital wards in the UK are air-conditioned; instead
he internal temperature is maintained by natural or mechanical
entilation. The summertime internal temperatures in 125 such
paces, of which 97 were wards, located on four hospital sites,
Addenbrooke’s, Cambridge; Glenﬁeld, Leicester; St. Albans; and
radford Royal Inﬁrmary), were measured as part of the UK project,
esign and Delivery of Robust Hospital Environments in a Chang-
ng Climate (DeDeRHECC), the largest known UK survey of hospital
emperatures. These data were then used to calibrate dynamic ther-
al  models and the likely overheating during heat wave events
redicted [14–17]. Thermally lightweight construction was  pre-
icted to increase the risk of overheating. Refurbishment options
o reduce overheating risk and reduce energy demands were
xplored.
This paper capitalises on the DeDeRHECC data but develops
mpirical models for wards through statistical analysis of mea-
ured internal and external temperatures. This approach, which
voided the errors and uncertainties associated with thermal model
alibration, led to the creation of a unique distributed lag model
DLMs) for each hospital ward. The DLMs were created using data
ollected during the summer of 2011 and validated against data
rom the summer of 2012. The models were then used to predict
he resilience of wards in buildings of different type to an extremely
ot summer; the Europe-wide heat wave of 2006.
.1. Modelling internal temperature
Previous studies, such as the DeDeRHECC project, have tended
o focus on the development of dynamic thermal models as a way to
nderstand the characteristic response of room temperature and to
rovide a means of future forecasting. Such models use a building
hysics approach, in which the salient thermo-physical properties
f the building are exposed to past or future boundary conditions.
any of the thermo-physical features, and the details of the bound-
ry conditions, are unknown and so assumptions must be made.
o aid this process, measurements sometimes are used to provide
ata against which to ‘calibrate’ the model in order to improve the
t between predicted and measured parameters, such as internal
ir temperature e.g. [14,15,17]. There are however many model
nputs for which assumptions must be made and the ﬁnal set of
nputs, although ‘valid’ based on the limited knowledge of the sys-
em in question, are just one possible set of inputs that could be
elected. Models also embed simpliﬁcations, internal heat gains are
stimated and speciﬁed as simple, repeating daily schedules and
eal-world events can often be ignored or grossly simpliﬁed, for
xample occupant window opening. Thus even ‘calibrated’ mod-
ls are inherently limited and assumption choice may  be biased by
nowing the recorded data to which the model should align; the
odel therefore loses impartiality [18,19].
An alternative approach to understanding the factors that drive
nternal temperatures in a space is to develop purely empirical
odels which consider the dynamic heat balance of a space which,ldings 86 (2015) 573–588
at a point in time, can be considered as: heat of a system = heat into
a system – heat lost from the system. The recorded internal tem-
peratures provide a snapshot of the dynamic heat energy balance
at work in the space. Comparison of the recorded internal tem-
perature at the t=0 and t=−1 time-points allows the elucidation of
whether the heat energy into the space is greater or less than heat
lost from the space over a time period such as an hour. This can
provide an insight into the magnitude of energy into, and out of a
system on an hourly basis, such that; if energy into the system is
greater than that leaving the system, the internal temperature will
increase with respect to the temperature at t=−1.
The difﬁculty with such an analysis lies in the myriad processes
that affect the space heat balance. These include, but are not limited
to, heat supplied to, or lost from a space via the ventilation sys-
tem, through air leakage, from room occupants, through window
openings, by fabric conduction, by solar radiation, from lighting
and small power sources, and, in winter, the heating system. Even a
computer thermal model that has undergone the most rigorous cal-
ibration will still not accurately reﬂect measured temperatures as
there is so much that will never be known with regard to transient
inﬂuences on the internal temperature.
Time series analysis has often been employed with temperature
data sets, not least because regular diurnal and seasonal trends can
be readily modelled by such analysis. Models have been generated
to: predict external air and solar radiation events [20]; predict the
response of internal temperature to changes in outside tempera-
ture [21]; predict internal temperature for HVAC control systems
[22]; to estimate building energy performance by robust regression
[23]; and to model climate change [24]. Similar principles are used
in this paper to create a model that can reproduce the inherent
features of the internal temperature proﬁles recorded in hospital
wards.
This paper reports work in which a novel time series model
was developed to predict the internal temperature at any time, t0,
based upon the internal temperature in preceding hours and the
driving exogenous effects of external dry bulb temperature, exter-
nal global solar irradiance and external solar irradiance incident on
the plane of the building. Comparing the diurnal internal temper-
ature proﬁles in several spaces as recorded in the summer of 2011,
revealed a relationship with room orientation. Using this as a start-
ing point, a distributed lag model (DLM) of internal temperature
was created for each space based on the measured hourly external
weather conditions, and the internal temperatures recorded in each
space.
1.2. Modelled spaces
As part of the DeDeRHECC project, temperatures were recorded
at hourly intervals for between 6 months and 3 years, in 97 wards, in
9 hospital buildings, on four sites: Bradford Royal inﬁrmary, Leices-
ter Glenﬁeld, Addenbrookes Hospital Cambridge, and St Albans
Hospital. This paper focuses on 11 hospital wards in ﬁve buildings
on the Bradford and St Albans sites. These provide examples of a
variety of architectural forms and construction types: a traditional
(c1930s), thermally heavyweight, Nightingale building [14,25]; a
very modern (2008), thermally lightweight, modular building; and
three 1960s–1970s buildings, two  towers – the matchbox of the
‘matchbox on a mufﬁn’ building type [17] and a masonry slab build-
ing (Table 1). The buildings, with their roughly north-south axis
orientation, test the ability of the time series analysis to detect the
inﬂuence of ward orientation, east or west, on space temperatures.
Further information regarding the spaces monitored can be found
in the electronic appendix.
Temperature loggers, Hobo type U12-001, were used to record
the temperatures at hourly intervals, however, the location of each
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Table  1
Building types, locations and descriptions ofwardstaken as representative for the building.
Location Ward type Building details Space Refa Space details
Bradford RI Nightingale Built c1927–1937
Walls – stone, c.500 mm thick, comprising 150 mm stone
outer skin and 350–400 mm inner skin with some rubble
inﬁll
Windows – thermally broken aluminium-framed double
glazed units
Ventilation – natural ventilation, opening windows
BNi-W Twin bed ward facing due west
270◦ N
Volume, 60 m3
Ground ﬂoor
Bradford RI Modular Built 2008
Walls – lightweight insulated panels U-value 0.2 Wm2 K
BMo-E Single bed rooms
Facing due east 90◦ N
Volume, 42 m3
Ground ﬂoor
Windows – double glazed, toughened, low e soft coat,
U-value of 1.2 W/m2 K
Ventilation – mechanical ventilated, supply into rooms,
extract via fabric and dedicated extract ducts in toilet
areas. Circa 4ach. Windows can be opened to provide
further ventilation.
BMo-W Multi-bed wards
Facing due west 270◦ N
Volume, 123 m3
Ground ﬂoor
Bradford RI Maternity Tower
Linear Slab
Rooms from ‘matchbox’
element of the ‘Matchbox
on a Mufﬁn’ type
Built c1965–1967
Concrete frame with continuous window ribbon
incorporating opaque panels
Opaque panels – Gyproc system with insulated cavity
BMa-E Single bed
Facing due east 90◦ N
Volume, 35 m3 m
4th Floor
Windows – recently replaced double glazed system
Ventilation – mechanical ventilated, supply into rooms,
extract via fabric and dedicated extract ducts in toilet
areas. Circa 4ach. Windows can be opened to provide
further ventilation.
BMa-W Multi-bed ward facing due
west 270◦ N
Volume, 150 m3
4th Floor
St  Albans Moynihan Building Tower
Linear Slab
Rooms from ‘matchbox’
element of the ‘Matchbox
on a Mufﬁn’ type
Built circa early 1970s
Concrete frame with continuous timber frame ribbon
incorporating windows and opaque panels.
Opaque panels – painted WBP  timber outer sheet with
25 mm thick dense mineral ﬁbre insulation panel bonded
to  inner face.
Windows – single glazed
Ventilation – mechanical ventilated, supply into rooms,
extract via fabric and dedicated extract ducts in toilet
areas. Circa 4ach. Windows can be opened to provide
further ventilation.
SMa-E Multi-bed ward facing south
easterly 135◦ N
Volume, 150 m3
Fifth ﬂoor
St  Albans Traditional
Masonry slab Runcie
Building
Built 1983
Traditional build, 102 mm brickwork outer skin walling,
50  mm cavity air-gap, 50 mm mineral ﬁbre insulation,
100 mm thick medium density blockwork.
SMs-Esf Single bed ward facing south
easterly, 135◦ N
Volume 30 m3
2nd ﬂoor
Windows – timber framed, double glazed
Ventilation – mechanical ventilated, supply into rooms,
extract via fabric and dedicated extract ducts in toilet
areas. Circa 4ach. Windows can be opened to provide
SMs-W1gf
SMs-W2gf
SMs-W1sf
SMs-W2sf
Multi bed ward facing north
westerly, 315◦ N
Volume 135 m3
Ground and 2nd ﬂoor
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wfurther ventilation.
a Room coding: B – Bradford, S – St Albans; Ni – Nightingale, Mo  – Modular, Ms –
 West; gf – ground ﬂoor, sf – second ﬂoor.
ne was heavily constrained by clinical, and other, considerations.2
he loggers were ﬁxed to the walls in such a way that they could be
emoved for data downloading and, if necessary, cleaning (for infec-
ion control). They were located as far a possible away from heat
ources and other thermal stimuli, which would interfere with the
ttempt to record a mean space temperature. The loggers, which
ecord spot values on the hour, are quoted as being accurate to
0.35 ◦C, and in pre-trial testing the installed loggers recorded to
ithin 0.2 K of each other at normal room temperature.
The local meteorological data, hourly external dry bulb temper-
ture, and global horizontal solar irradiance were recorded by local
eather stations, Bingley for Bradford and Northolt for St Albans.
eather stations set up local to each hospital, as part of the DeDeR-
ECC project, were used in the 2012 data set. Values for the solar
2 In general, spaces had two loggers but the data used to generate the models was
aken from just one of these because loggers at the back of rooms had a tendency to
e  affected by direct solar gain. However, whichever sensor (or average of the two)
as  used, a DLM could be generated.nry slab, and Ma  – Matchbox element of a ‘matchbox on a mufﬁn’ type; E – East, W
radiation incident (SRI) on the external plane of the wards were
calculated using the procedure described in the appendix text.
Data from 1st May  to 30th September 2011 was  used to develop
the DLM for each ward and data recorded from June to September
2012 to test DLMs’ accuracy. Data from other periods is used to
illustrate features of the measured data and DLMs’ behaviour.
2. Results
2.1. Average diurnal temperature proﬁles
To appreciate the diurnal temperature proﬁle at each measure-
ment location, the average of all the hourly data at a given hour
point collected between 1st May  and 30th September 2011 was
plotted (i.e. 153 × 24 = 3672 h).Average daily temperature proﬁles for the east-facing single bed
wards of the modular building (BMo-E) and matchbox tower build-
ing (BMa-E), indicate that that these spaces warm in the morning
between 06:00 and 09:00 and that in the heavily insulated modular
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Fig. 1. The hourly average internal temperature during the summer of 2011 in
east-facing (BMo-E, BMa-E) and west-facing (BMo-W, BMa-W and BNi-W) wards at
Bradford Royal Inﬁrmary. Similar results for other spaces at Bradford Royal Inﬁrmary
are given in the electronic appendix.
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uilding (BMo-E) the peak temperature is maintained through the
ourse of the afternoon before cooling around 19:00 h whilst the
atchbox ward begins to cool earlier (Fig. 1). In contrast, the west-
acing wards (BMo-W, BMa-W and BNi) begin to warm around
2:00 and reach a peak temperature around 18:00–19:00 after
hich the spaces begin to cool. Generally, the peak temperature of
uch west-facing wards is higher than in the east facing spaces, but
ast-facing spaces cool more slowly and therefore spend more time
t high temperatures, making them more prone to overheating as
eﬁned by the number of hours over a set threshold temperature.
he heavyweight Nightingale ward (BNi-W) displays a much
maller diurnal swing in internal temperature (1 K) than the lighter
eight matchbox and modular wards (BMa-W, BMo-W); diurnal
wing circa 2 K. Similar results, which typify east and west facing
ards, were observed in the diurnal proﬁles recorded in the St.
lbans Moynihan Tower and Runcie buildings (results not shown).
Although the average temperatures at each hour illustrate clear
ifferences between the east and west facing rooms, there is, of
ourse, very large variability between the individual hourly values.
o better account for this variability, and thus to develop a more
obust model of internal temperature variations, the difference in
emperatures, t,  from a 48 h moving average are used to deﬁne
he ward temperature t0:
t0 = t0 −
(∑23
t=−24t
48
)
(1)
The hourly internal temperature in a single bed ward in the
odular building at Bradford (BMo-E) and the 48 h moving average
emperature are illustrated in (Fig. 2)
.2. Impact of solar radiation on internal temperatures
Plotting the monthly average hourly temperature difference
rom the 48 h mean against the monthly average hourly incident
olar radiation incident on the glazing of a ward, demonstrated a
o-incidence between the increase in internal temperature and the
ncrease in incident solar radiation (Fig. 3).
During January, where the average monthly solar radiation is
ow, there is little average diurnal swing in internal room tempera-
ure away from the 48 h moving average (Fig. 3A and C). Conversely,
n April, the higher incident solar radiation drives up the internal
emperatures (Fig. 3B and D) with the west facing ward BMo-W (B)
arming in the late afternoon and the east facing ward (BMo-E)
arming in the morning (D). Similar plots to those shown in Fig. 3
ave been generated for many different months and many wards
n all the building types. All these demonstrate the coordination
ig. 2. Hourly internal temperature recorded between 7th June and 9th July 2011, in a sin
he  48 h moving average. The ‘noise’ of the raw temperature data is evident as positive an
ikely  to occupant events (such as opening the windows) or transient heat gains (from soof increases in internal room temperature with increased incident
solar radiation. The plots generated for the 21 months from January
2010 to September 2011 for wards BMa-E, BMa-W, BNi-W, BMo-E
and BMo-W have been collated into a video ﬁle (Video 01), which
can be viewed in the electronic appendix to this paper.
Unexpected results were obtained for the ground ﬂoor wards
in the masonry slab building at St. Albans (SMs-W1gf and SMs-
W2gf). In these spaces, the internal temperature was  insensitive
to the incident solar radiation, yet other west facing wards in the
same building showed the expected sensitivity (Fig. 4A and B, cf.,
respectively, 4C and 4D).
Further investigation (Google imagery and a site visit) revealed
that temporary site cabins had been erected just a few metres
from the windows on the ground ﬂoor wards (Fig. 5A) and Google
SketchUp (Now Trimble SketchUp) shadow plots conﬁrmed that
the cabins blocked nearly all direct solar radiation into the ground
ﬂoor wards (Fig. 5B) but not into those on the second ﬂoor (Fig. 5C).
Monthly average hourly internal temperature versus incident
solar radiation proﬁles for other monitored spaces (results not
shown) provided evidence for localised shading that decreased the
internal temperature variations. These observations suggest that
solar gains are one of the most signiﬁcant factors inﬂuencing inter-
nal temperature. Therefore, any empirical model to predict internal
temperature must be sensitive to the inﬂuence that the local site
topography has on solar heat gains.
gle bed ward in the modular building at Bradford Royal Inﬁrmary (BMo-E), showing
d negative spikes and is due to sudden changes in the space heat balance, due most
lar gain or occupants).
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 and ı are the coefﬁcients related to internal temperature, exter-
nal temperature, global solar radiation and incident solar radiation
respectively; and c is a constant.ig. 3. Graphs showing the monthly diurnal average incident solar radiation (blue d
ard  facing west (BMo-W) during January (A) and April (B). Modular single bed ward
o  color in this ﬁgure legend, the reader is referred to the web version of this article
.3. Time series analysis
In light of the suggested correlation between internal tempera-
ure and incident solar radiation a time series approach was used
o try and create a model that reproduced the recorded response of
he internal temperature to three exogenous effects, namely, exter-
al dry bulb temperature, global solar irradiance and incident solar
adiation.
Denoting the room temperature as Tt, external temperature as
ext, global solar irradiation as Sglobal and incident solar radiation as
incident, a distributed lag model (DLM) was developed:
t = c +
p∑
i=0
˛iTt−1−i +
p∑
i=0
ˇiTextt−i +
p∑
i=0
iSglobalt−i
+
p∑
i=0
ıiSincidentt−i + ui (2)
Herein, ut is an error term that is assumed to be identically and
ndependently distributed as N(0, 2u ) and the room temperature
t time t is assumed to be a linear function of past lags of itself and
urrent and past lags of the three exogenous variables. This speciﬁ-
ation is an example of the traditional econometric autoregressive
LM, e.g. [26], in which the order of the lags are selected to ensure
hat all dynamic effects are accounted for and no autocorrelation
emains in the error term.e) and internal t  (red solid line) during January and April 2011. Modular multibed
g east (BMo-E) during January (C) and April (D). (For interpretation of the references
After some experimentation with the lag structure, using
EViews software ([27] EViews, 2013), and by re-expressing vari-
ables to facilitate easier interpretation, the following general model
was selected3 as providing an adequate ﬁt for each of the rooms
modelled:
Tt = c + ˛1Tt−1 + ˛2Tt−2 + ˛3Tt−24 + ˇ0Textt + ˇ1∇Textt
+(0 + 1)Sglobalt + 1∇Sglobalt + (ı0 + ı3)Sincidentt
+ı3∇3Sincidentt + ı23Sincidentt−23 + ı24Sincidentt−24 + ut (3)
In this equation regressors have been combined to aid interpre-
tation (essentially level and change effects have been emphasised:
generically: ∇kXt = Xt = Xt−k). Textt represents the external temper-
ature at time t in ◦C; Sglobalt represents the global horizontal solar
radiation at time t in W/m2; Sincidentt represents the solar radiation
incident to the fac¸ ade of the space at time t in W/m2; Tt−i repre-
sents the past internal room temperature at time t − i in ◦C; ˛, ˇ,3 ‘Selected’ here means: selected as the best ‘general’ model to ﬁt all data, to create
a  model that could be applied to all spaces.
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Fig. 4. Graph showing the monthly average hourly incident solar radiation (blue dashed) and average hourly internal temperature difference from the 48 h mean (red solid
line)  for July 2011. Results are shown for the west facing masonry building at St. Albans: two  ground ﬂoor north westerly (315◦ N) facing wards, SMs-W1gf, (A) and, SMs-W2gf,
(B)  and two second ﬂoor north westerly facing wards, SMs-W1sf, (C) and SMs-W2sf,(D). (For interpretation of the references to color in this ﬁgure legend, the reader is
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ieferred  to the web  version of this article.)
The form of this DLM suggests that internal temperature at time
 depends on the previous internal temperatures (at time t = −1,
 = −2 and t = −24), the current and past external temperature (i.e.
t t = 0 and t = −1), the current and past global solar radiation (i.e. at
 = 0 and t = −1) and the change in global solar radiation (between
 = 0 and t = −1) and, ﬁnally, the current and past incident solar radi-
tion (at t = 0, t = −3, t = −23, t = −24) and the change in incident solar
adiation (between t = 0 and t = −3). This formulation is discussed in
he context of the thermal physics at play in each space in Section 3.
ig. 5. St Albans, masonry slab building with temporary cabins (blue arrow) adjacent to
ndicate  (red arrows) the different areas of direct sunlight entering through the windo
nterpretation of the references to color in this ﬁgure legend, the reader is referred to theUsing the recorded hourly data between 1st May  and 30th
September 2011, DLMs were created for ﬁve wards at Bradford
Royal inﬁrmary (Table 2). These ﬁve were chosen because they
were representative of east and west facing wards of thermally
heavyweight Nightingale, ‘matchbox on a mufﬁn’ and light weight
modular construction types. In all ﬁve cases the 12 coefﬁcients
were precisely determined with a small standard error and were
robust to general forms of autocorrelation and heteroskedastic-
ity (Table 2). As indicated by the coefﬁcient of determination, R2
 wards SMs-W1gf and SMs-W2gf (A). SketchUp shadow plots for 19:00, 21st July,
ws on the ground ﬂoor (B) and second ﬂoor, SMs-W1sf and SMs-W2sf, (C). (For
 web  version of this article.)
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Table  2
Coefﬁcient values of ﬁtted distribution lag models (DLMs), their associated standard error, and each DLMs coefﬁcient of determination, for ﬁve rooms at Bradford Royal
Inﬁrmary, generated using data from the summer of 2011.
Coefﬁcient and dimensions Coefﬁcients in DLM (coefﬁcient’s standard error)
BMa-E BMa-W BNi-W BMo-E BMo-W
c◦C 1.940 (0.167) 1.426 (0.169) 0.250 (0.067) 0.636 (0.094) 0.960 (0.137)
˛1◦C 0.981 (0.032) 0.871 (0.025) 1.016 (0.023) 1.176 (0.024) 1.007 (0.067)
˛2◦C –0.119 (0.031) –0.002 (0.025) –0.070 (0.022) –0.226 (0.023) –0.071 (0.063)
˛3◦C 0.036 (0.008) 0.060 (0.008) 0.038 (0.006) 0.013 (0.005) 0.002 (0.004)
ˇ0◦C 0.024 (0.003) 0.013 (0.003) 0.005 (0.001) 0.013 (0.002) 0.027 (0.003)
ˇ1◦C 0.046 (0.015) 0.048 (0.013) 0.045 (0.009) 0.037 (0.008) 0.012 (0.008)
 ◦C m2 W−1 0.00006 (0.00006) 0.00008 (0.00007) 0.00003 (0.00006) 0.00009 (0.00003) 0.00040 (0.00004)
1◦C m2 W−1 0.00041 (0.00010) 0.00029 (0.00011) –0.00025 (0.00006) 0.00007 (0.00005) –0.00017 (0.00006)
ı ◦C m2 W−1 0.00177 (0.00035) 0.00052 (0.00010) 0.00030 (0.00004) 0.00038 (0.00010) –0.00008 (0.00004)
ı33 ◦C m2 W−1 0.0065 (0.00014) 0.00030 (0.00005) 0.00016 (0.00003) 0.00033 (0.00005) 0.00009 (0.00002)
ı23◦C m2 W−1 0.00104 (0.00017) 0.00020 (0.00009) 0.00001 (0.00003) 0.00043 (0.00007) 0.00025 (0.00004)
ı24◦C m2 W−1 –0.00085 (0.00035) –0.00034 (0.00010) –0.00012 (0.00004) –0.00018 (0.00009) –0.00008 (0.00004)
R2 0.8821 0.8729 0.9672 0.9647 0.9757
ˆu 0.5642 0.4850 0.2486 0.2801 0.2136
For coefﬁcients of DLM for St Albans spaces see appendix.
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dig. 6. Comparison of the measured internal temperatures in ward BMo-W, durin
redictive form of the DLM.
Table 2)4 the ﬁve DLMs explain between 87% and 98% of the vari-
tion in room temperature.
For coefﬁcients of DLM for St Albans spaces see appendix.
There is a strong correlation between the recorded internal tem-
eratures and those calculated by the native DLM model using
ecorded internal temperatures. The agreement obtained for one
eek in the summer (Pearson correlation 0.99, RMSE 0.22)5 for one
pace is illustrated in Fig. 6 (see video ﬁles (videos 02–06) in elec-
ronic appendix for results over the whole summer for all Bradford
paces tested).
To predict future temperatures in a space, the model will be
riven by the exogenous variables as given in a weather ﬁle for the
eriod of interest. The previous internal temperatures (at t − 1, t − 2
nd t − 24) will though, be the predicted temp resulting from the
4 R2 is the square of the Pearson Product Moment Correlation Coefﬁcient and
stimates the fraction of the variance in Y that is explained by X.
5 Pearson Product Moment Correlation Coefﬁcient is a measure of the linear cor-
elation between two variables X and Y giving a value between +1 and -1 inclusive.
t  is the covariance of the two variables divided by the product of their standard
eviation.week in July 2011 and the temperatures calculated by the native DLM and by the
DLM model, rather than actual measured values. The predictions
obtained by the DLM used in this mode, are also plotted in Fig. 6.
The temperature trace reproduces reasonably well the measured
values but is noticeably smoother. This is because the effects of
occupants and other (semi-) random events cannot be captured by
the predictive model whereas the native DLM is reset at each time
step to the known measured value.
The predictions shown in Fig. 6 were obtained by seeding the
DLM with 24 h of actual recorded data from 30th April, before
allowing it to continue in predictive mode. However, tests have
shown that the DLM can be seeded with a ﬁxed internal tempera-
ture at t − 1, t − 2 and t − 24, of say 20 ◦C, and it will, after 10 days
of being driven by the exogenous variables, start to generate good
internal temperature predictions.
2.4. Exogenous effectsIt is difﬁcult to assess the contributions of each of the exogenous
factors on the internal temperature because the values of external
temperature are 10–50 times smaller (e.g. 0–25 ◦C) than the values
of solar radiation (0–700 W/m2). Therefore, an analysis was  taken to
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Table 3
Calculating the monthly average hourly effect of the exogenous variables on the room temperature.
Contribution of previous internal temperatures
∑j
1
˛1Tt−1+˛2Tt−2+˛3Tt−24
j
Contribution of external temperature
∑j
1
ˇ0Textt +ˇ1∇Textt
j
Contribution of global solar radiation
∑j
1
(0+1)Sglobalt +1∇Sglobalt
j
Contribution of incident solar radiation
∑j
1
(ı0+ı3)Sincidentt +ı3∇3Sincidentt +ı23Sincidentt−23 +ı24Sincidentt−24
j
j
c
d
(
p
t
t
c
v
t
n
t
n
e
F
I = number of days in the month.
alculate the monthly average hour contribution of each exogenous
river to the DLM of each ward (Table 3).
The resulting hourly contributions averaged for June 2011
Fig. 7) demonstrate that the most important contributor is the
revious room temperatures, with values circa 22 ◦C, compared to
he contribution from the exogenous drivers (external tempera-
ure, global solar radiation and incident solar radiation), which each
ontribute between −0.2 ◦C and 0.8 ◦C.
There are clear differences in the contribution of the exogenous
ariables depending on the building type. Most obviously, the con-
ributions of solar radiation and external temperature to the inter-
al temperature in the Nightingale ward (Fig. 7B) are much lower
han for the other wards. This perhaps reﬂects the heavyweight
ature of the Nightingale structure which is known to attenuate the
ffects of external inﬂuences. The results also demonstrate that the
ig. 7. Monthly average hourly contribution of the exogenous drivers to internal room te
nﬁrmary: exogenous variables, lh axis, previous internal temperatures, rh axis.incident solar radiation is important in establishing the different
diurnal proﬁles observed in rooms of different orientation (west,
Fig. 7A; east, Fig. 7C); this was  hypothesised with regard to Fig. 1.
Interestingly, this analysis shows that for BMo-W, Fig. 7D, the
contribution of incident solar radiation to internal room tempera-
ture after 18:00 h is zero or less. This correlates with the time when
the building is shaded of an adjacent building. (A SketchUp shadow
cast model showed that the timing of the shading in fact varied
through the year: from 17:00 h in June to 14:00 h in December.)
To further investigate DLMs’ ability to identify shading effects,
a summertime model was developed for wards in the tower build-
ing at St Albans. One ward, SMa-E, was orientated to the south
east (135◦) with a circa 3.2 m overhang located above the window.
SketchUp models predicted that this overhang would block inci-
dent solar radiation falling on the room fac¸ ade after 10:00 during
mperature in June 2011 as indicated by the DLM for four spaces at Bradford Royal
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Table  4
Comparison of the correlations between the measured internal temperatures and the temperatures calculated by both the native DLM and the predictive DLM: ﬁve wards
all  at Bradford Royal Inﬁrmary, during the summer of 2011.
BMa-E BMa-W BNi-W BMo-E BMo-W
RMSE R2 RMSE R2 RMSE R2 RMSE R2 RMSE R2
Native DLM 0.75 0.82 0.48 0.90 0.24 0.96 0.29 0.97 0.22 0.97
Predictive DLM 1.73 0.31 1.20 0.37 1.07 0.17 1.34 0.35 0.98 0.59
Table 5
Comparison of the measured hours over 25 ◦C and 28 ◦C in the summer of 2011 with the predictions of the native and predictive DLMs for ﬁve spaces. Entries are number of
hours  in the summer of 2011 (1st May–30th September) and the percentage of all hours in this period.
BMa-E BMa-W BNi-W BMo-E BMo-W
25 ◦C 28 ◦C 25 ◦C 28 ◦C 25 ◦C 28 ◦C 25 ◦C 28 ◦C 25 ◦C 28 ◦C
Measured 427 (11.6%) 13 (0.4%) 474 (12.9%) 12 (0.3%) 82 (2.2
Native DLM 440 (12%) 44 (1.2%) 482 (13.1%) 14 (0.4%) 88 (2.4
Predictive DLM 638 (17.4%) 185 (5%) 696 (19%) 0 (0%) 65 (1.8
Fig. 8. Monthly average hourly contribution of the exogenous drivers to internal
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poom temperature in June 2011 as indicated by the DLM for a south east facing ward,
Ma-E, with a shading overhang: exogenous variables, lh axis, previous internal
emperatures, rh axis.
he summer. Remarkably, this correlates with the time when the
xogenous contribution of incident solar radiation in the DML  was
ero or below (Fig. 8 shows June 2011).
Similar studies also revealed the DLMs’ sensitivity to shading
results not shown). For example, the contribution of incident solar
adiation was  greater in the DLM for SMs-W2sf than in the DLM for
Ms-W1sf, which correlates with the fact that SMs-W1sf is partially
haded by an adjacent deciduous tree (visible in Fig. 5A).
.5. Predictive abilities of the models
To understand the performance of the DLMs, the measured
nternal temperatures for the whole of the summer of 2011 were
ompared with the calculations of the native DLM and the results
f the predictive DML  for all ﬁve wards (Table 4). This revealed the
eaker capability of the predictive model compared to the DLM in
ts native mode (native DLM: RMSE 0.22–0.75, R2 0.82–0.97; pre-
ictive DLM: RMSE 0.98–1.41, R2 0.31–0.59).6 The abilities of the
redictive model did though vary from week to week. (In results
ot shown, the weekly R2 values for BMo-W varied from 0.18 to
.90, with a median weekly value of 0.69 and the corresponding
MSE values varied from 0.35 to 1.56, with a median weekly value
6 Root Mean Square Error (RMSE) measures the mean difference between values
redicted by a model and those actually observed.%) 0 (0%) 755 (20.6%) 21 (0.6%) 331 (9%) 10 (0.3%)
%) 0 (0%) 748 (20.4%) 26 (0.7%) 354 (9.6%) 10 (0.3%)
%) 0 (0%) 907 (24.7%) 11 (0.3%) 507 (13.8%) 25 (0.7%)
of 0.59. This indicates that the predictive DLM performs well, in gen-
eral, for the modelled period, but that sudden internal temperature
changes, (perhaps due to occupant effects) cannot be replicated.
Comparison of calculations by the native DLM and predictive DLM
for all ﬁve Bradford spaces over the summer of 2011 can be viewed
as video ﬁles (Videos 02–06) in the electronic appendix.
Whilst the predictive DLMs do not replicate the exact measured
hourly internal temperatures, they do model the underlying trend
of the measured temperatures and might be used to predict over-
heating risk as it is commonly deﬁned. The CIBSE guides for example
(CIBSE 2006) indicates that when a building’s internal temperature
is predicted to exceed 25 ◦C for more than 5% of occupied hours, or
28 ◦C for more than 1% of hours, there is an unacceptable overheat-
ing risk.
Considering Table 5, the measurements indicate that the num-
ber of hours over 25 ◦C is between 2.2% (of the 3672 h from 1st May
to 30th September, 2011) and 20.6%, with the east facing modu-
lar ward, BMo-E, producing the highest values. The native DLMs
reproduced these ﬁgures well, and thus correctly ranked the rel-
ative overheating risk of the ﬁve wards. In contrast, and ignoring
the BNi-W results where the overheating risk was  close to zero,
the predictive DLMs yielded hours over 25 ◦C which were between
20% and 53% greater than the measured values. However the wards’
overheating risks were correctly ranked. The over prediction is very
probably because predictive DLM’s are unable to capture effects
such as window opening by occupants on the hot days; which sup-
presses (measured) internal temperatures. Whilst the apparently
large differences from the measurements might seem dispiriting
it is important to place them in the context of the capabilities
of sophisticated dynamic thermal models, which also often pre-
dict very different temperatures from those that are measured (see
Section 3).
With the exception for BMa-E, the absolute number of hours
over 28 ◦C produced by the predictive DLMs are also close to the
measured values (Table 5). Investigation revealed that the tem-
perature sensor in BMa-E was actually exposed to direct sunlight
at 9:00 am each morning and so recording values well above the
real average space temperature. The consequence is that the DLM
coefﬁcients will over emphasise the contribution of the exogenous
driver for incident solar radiation leading to higher than measured
temperatures being predicted. The data for BMa-E is therefore not
used in further DLM evaluations.
Most encouragingly, the predictive DLMs correctly identiﬁed the
spaces that would be classed as having an unacceptable overheating
risk, as judged by either the 5% over 25 ◦C or 1% over 28 ◦C criterion.
The potential of predictive DLMs for indicating spaces at risk of
overheating is explored later in this paper.
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Considering the actual performance of buildings for a moment, it
s evident that the risk of overheating is much less in the thermally
eavyweight Nightingale wards than in the others. The severe over-
eating risk, as measured by hours over 25 ◦C, in the lightweight
odular wards is evident, with the east-facing wards being at
igher risk than the west-facing wards.
.6. Validation
The DLMs for nine spaces listed in Table 1 were developed using
ata for the summer of 2011. Clearly, to be of value, predictive DLMs
ust be able to forecast accurately the internal temperatures that
ill occur under a different set of summer conditions.
To test the DLMs’ forecasting ability, the exogenous variables
ecorded for the summer of 2012 i.e. local weather data, at St Albans,
ere fed into the DLMs of three wards, SMs-Esf; SMs-W1sf (which
ad partial tree shading) and SMs-W2sf, and the predicted internal
emperatures compared with those actually measured. (2012 room
ata was only available for the St Albans site.)
The three predictive DLMs were seeded on 1st May, with
4 h of recorded data, but the results indicated that the model
able 6
omparison of the measured hours over 25 ◦C and 28 ◦C in the summer of 2012 with the 
SMs-Esf SMs
25 ◦C 28 ◦C 25 ◦
Measured 483 (16.5%) 20 (0.7%) 294
Predictive DLM 452 (15.4%) 0 (%) 255om predictive DLM for a two  week period in September 2012.
only approached the measured data from 1st June onwards. This
appeared to be because the wards were under the inﬂuence of the
heating system until late May  (results not shown), whereas the
model, of course, was developed using measurements when there
was no heating. For the period from June to Spetember 2012, the
predictive DLM’s results followed the measurements reasonably
well, RMSE from 0.61 to 0.87; and R2 between 0.55 and 0.76 (full
summer results are available in the video appendix, videos 07–09).
Notable discrepancies did occur though when there were sud-
den erratic changes in the measured values (Fig. 9). For example
on September 11th, following two  hot days on the 8th and 9th, the
predicted values were well above the measured values, especially
for the unshaded second ﬂoor ward (SMa-W2sf). It is possible that
the hot spell, resulted in windows being left open for a long period
of time, or, indeed, that portable air-conditioning was  used.
For the two spaces that did not experience erratic temperature
changes, the number of hours over 25 ◦C produced by the predictive
DLM were similar to the number measured (Tables 6 and 7).
The relative overheating risk of the spaces, as indicated by the
number of hours over 25 ◦C, is correctly predicted by the DLMs;
with SMs-Esf being the warmest ward and SMs-W1sf, the partially
predictions of the DLM for three spaces.
-W1sf SMs-W2sf
C 28 ◦C 25 ◦C 28 ◦C
 (10%) 0 (0%) 365 (12.5%) 16 (0.5%)
 (8.7%) 0 (0%) 405 (13.8%) 0 (0%)
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Table  7
Root mean square errors and R2 values of the predictions of the DLM for three spaces in the summer of 2012 compared to the measured temperatures. The results demonstrate
good  correlations with predicted data.
SMs-Esf SMs-W1sf SMs-W2sf
RMSE R2 RMSE R2 RMSE R2
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haded ward, the coolest. Both the measurements and the pre-
ictive models indicate that all wards exceed the CIBSE 5%/25 ◦C
hreshold but none exceed the 1%/28 ◦C threshold.
.7. Forecasting performance and heat waves
Models of spaces are of course most useful when thermal per-
ormance under conditions for which performance has not been
easured is reliably predicted. The UK NHS is especially interested
n the internal temperatures likely to occur in spaces during heat
aves; as hospitals need to provide a safe haven during such events.
herefore, weather data collected at London Heathrow Airport, dur-
ng the summer of 2006, when Europe experienced a severe heat
ave, was used to drive the predictive DLMs. The week from 16th
o 23rd July 2006 was especially warm, with ﬁve consecutive days
aving a daily maximum temperature over 31 ◦C with an absolute
eak of 35 ◦C; a severe heat wave is announced in the UK when two
r more consecutive days exceed 31 ◦C [10].
The predictions obtained for four wards at Bradford and for four
t St Albans indicate that for almost the entire week of the heat
ave the internal temperatures in all the buildings would, without
ccupant intervention, have exceeded 26 ◦C (Fig. 10). This, accord-
ng to the NHS heat wave guidance, is the temperature above which
ulnerable people are physiologically unable to cool themselves
fﬁciently, and so hospitals are encouraged to ensure cool areas
re created that do not exceed 26 ◦C [10,12]. The modular wards
t Bradford Royal Inﬁrmary (BMo-W and BMo-E) were much the
ottest, reaching close to 34 ◦C, and the Nightingale wards (BNi-W)
he coolest, reaching only 29 ◦C (Fig. 10A). The wards in the tower
uildings at Bradford (BMa-W) and St Albans (SMa-E) show sim-
lar internal temperature proﬁles, reaching c31 ◦C. The traditional
asonry construction of three wards at St Albans (SMs-ESF, SMs-
1SF and SMs-W2SF) seems, like the massive stone construction
f the Nightingale wards, to provide resilience to overheating, they
eached a peak temperature of c29 ◦C (Fig. 10B).
To investigate further, the occurrences of temperatures over
hresholds of signiﬁcance (25 ◦C, 28 ◦C and 26 ◦C) were investigated
or the severely hot week as well as for the entire summer of 2006
June–September) using the Heathrow weather data as exogenous
river. Also examined were the thermal comfort conditions as mea-
ured by the adaptive criteria of the BSEN15251 standard [28].
The standard enables the ‘ideal’ internal comfort temperature
o increase as the running mean of the external temperature
ncreases. This reﬂects the adaptation of individuals to warmer
mbient conditions (such as wearing fewer or lighter cloths, taking
ool drinks or being less active). Four comfort bands, of increasing
idth around the ideal are deﬁned, Cat.I, a high level of expecta-
ion (±2 ◦C), Cat.II, normal level of expectation (±3 ◦C), Cat.III, an
cceptable moderate level of expectation (±4 ◦C) and Cat.IV, values
utside Cat. IV, which should be accepted for only a limited part of
 year. The second author of this paper has argued [14,16] that the
SEN15251 standard is far more appropriate for assessing hospital
emperatures than the existing standards, and this is reﬂected in
he recent CIBSE Technical Memorandum TM52 [28,29].
The standard offers several ways of determining the overall
omfort category of a space. One way, that is used here, is to simply.61 0.76 0.74 0.55
count the predicted number of hours for which the indoor temper-
ature falls between the threshold temperatures for each category.
No matter whether the ﬁxed overheating risk criteria or the
adaptive thresholds are used, the predictions rank the buildings
in virtually the same order (Table 8). The coolest wards were in the
Bradford Nightingale building (BNi-W) and those in the St Albans
masonry building (SMs-Esf, SMs-W1sf and SMs-W2sf), with the
shaded ward being particularly cool (SMa-W1sf). In these spaces,
save for a single hour, thermal comfort remained within the Cat.II
envelope for the whole summer; 26 ◦C was  only exceed for c20%
of the time. These results conﬁrm the ﬁndings of earlier research
which indicated the remarkable resilience of Nightingale wards to
elevated ambient temperatures [14].
The tower buildings at Bradford and St. Albans performed
better than the modular wards but worse than the masonry build-
ings. During the summer, temperatures in these wards (BMa-W
and SMa-E) exceeded the Cat.II thresholds c14% of the time and
exceeded 26 ◦C for 30–50% of the time; and the lower value for
ward SMa-E is consistent with the presence of the overhang that
causes solar shading (see Fig. 8).
The modular building is by far the hottest, with the east-facing
ward, as noted above being dangerously hot (BMo-E). Tempera-
tures fell outside the Cat.II threshold for almost 40% of the summer,
that is, for 9 h each day on average. The 26 ◦C danger threshold was
exceeded for 78% of the entire summer. The west facing modular
ward (BMo-W) performed better, exceeding 26 ◦C for 47% of the
summer; the Bradford tower (BMa-E) performed in a similar way.
These results suggest that these spaces will become a danger to
patients, staff and visitors during prolonged periods of hot weather
unless remedial action is taken.
Such remedial action to maintain habitability, e.g. by facilities
managers, nursing staff, or others, would need to be far more sub-
stantial in the modular building, or the tower buildings, than in the
Nightingale or masonry buildings. For example, whilst night time
ventilation, and perhaps the use of fans could render the heavy-
weight buildings habitable (see [16]), portable air-conditioners
might be needed in the modular wards – this is indeed what hap-
pened in hot June 2013, which was much less severe than July
2006.
Also of interest in these results is the apparent conﬂict between
the BSEN15251 comfort indication (Cat.II) and the DoH measure of
physiological risk (26 ◦C). This is, of course, because the BSEN15251
envelope encompasses 26 ◦C when ambient temperatures are high.
Such matters require further investigation. In particular, whether
the BSEN15251 criteria are appropriate for all wards (perhaps
not for those with thermally vulnerable patients) or, conversely,
whether the DoH criterion is unnecessarily cautious for some wards
(those with relatively healthy patients).
3. Discussion
It is worthwhile reﬂecting on the strengths and weaknesses of
empirically-derived distributed lag models (DLMs) and to compare
this approach with the more usual strategy of using dynamic ther-
mal  models. The internal temperatures likely to be experienced
in hospital wards of different type during heat waves are then
discussed; again comparing the messages from the DLMs with
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Fig. 10. Internal space temperatures predicted by the DLMs of eight spaces during the severe heat wave of 2006 (Heathrow weather data for 16–22nd July): (A) predicted
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cnternal temperatures in four wards at Bradford Royal Inﬁrmary; and (B) predicted
he  whole perion from June to September 2006 can be found in electronic appendix
hose from previous dynamic thermal modelling studies. Finally,
he potential of temperature monitoring, and the automatic gen-
ration of DLMs, is discussed as a basis for predictive control of
nternal environments and the provision of overheating risk war-
ings.
In the work presented here, the native DLMs predicted tem-
eratures in the next hour using 12 parameters relating to: past
nternal temperatures (3); exogenous ‘drivers’, external tempera-
ure (2), global radiation (2) and calculated incident solar radiation
4); and a constant. The models’ parameters, and the values of the
oefﬁcients, were generated by the eViews software. No attemptnal temperatures in four wards at St Albans Hospital. (Predicted temperatures for
was made to search for particular formulations or to further reﬁne
the parameters in the model or their coefﬁcients. This approach
to generating DLMs is therefore tractable by non-expert statisti-
cians. The form of the models, and the relatively small contribution
of some variables does, though, suggest, that simpler formulations
may  exist. Deletion of some parameters may  be possible with little
detriment to the models’ accuracy.The derived, space-speciﬁc, DLMs inherently account for:
known thermally-important features, insulation levels, window
areas, etc.; difﬁcult-to-measure parameters like mechanical ven-
tilation rates and inﬁltration rates, and the inevitable but
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unquantiﬁable thermal effects, such as heat gain from hot water
pipes (important in hospitals) and heat bridges. All these must be
explicitly accounted for in dynamic thermal models, so often the
input values are just assumed. This difﬁculty is entirely avoided
with DLMs.
Predictive DLMs, which do not include the measured temper-
ature at previous time points, reproduce internal temperatures
much less reliably than native DLMs (which do). They cannot
account for sudden eccentric changes in internal temperatures as a
result of occupant behaviour (and other random events), although
neither can calibrated dynamic thermal models (see for example
the calibration graphs in [15,16]). The predictive DLMs do though
capture the underlying effect of such behaviours on internal tem-
perature. This is important, especially when occupant effects are
systematic, opening of windows at a certain time each day or
when temperatures exceed a certain level, or the closing of blinds
(shading) in response to time of day (dusk for example) or weather
conditions.
The limitation, of the DLMs is, of course, that they can only
predict the effects of changes to the exogenous drivers (and past
internal temperatures). Recalculation of the empirical coefﬁcients
would be necessary to test the effects of changes to the building or
its HVAC systems. In contrast, such changes can readily be exam-
ined by dynamic thermal models, which have been used to explore
the added resilience to hot weather conferred by energy-efﬁcient
remodelling of the buildings at the Bradford [14], Addenbrooke’s,
Cambridge [16,17] and Glenﬁeld, Leicester hospitals [15].
The predictive DLM for any space is built from simple-to-make
temperature measurements and predictions of future tempera-
tures are made for the same locations as the measurements. The
measurements should ideally be made under conditions similar
to those for which predictions are to be made (so that ventila-
tion and occupant behaviours are reasonably well characterised).
This is, of course, difﬁcult when extreme weather events of a mag-
nitude as yet not experienced, are being studied. This problem
is also encountered in the calibration of dynamic thermal mod-
els.
The results from the predictive DLMs conferred credibility. They
reﬂected the expected impact on internal temperatures of room ori-
entation and site and facade shading. Indeed, the DLMs revealed the
very existence of the shading objects to the researchers; they would
very likely have been overlooked, and their substantial impact
missed, had dynamic thermal modelling been used. The DLMs also
revealed, the similarity in the predicted incidence of elevated tem-
peratures in buildings with similar construction and ventilation
strategy (when they were exposed to the same weather); even
when the DLMs were developed from data gathered at a differ-
ent sites: the mixed-mode, concrete-frame tower building in St
Albans (SMa) performed similarly to the tower at Bradford (BMa).
The validation study indicated that the predictive DLMs (generated
from 2011 summertime measurements) could reliably to predict
the internal temperatures measured under different weather con-
ditions; those during the summer of 2012.
Concerning the performance of the hospital wards, it is evident
from the measurements and the DLMs, that thermal mass confers
resilience to elevated external temperatures and that the more
thermally massive the building the more resilient it was to hot
external conditions. (Although other thermally inﬂuential features
also change as the thermal mass changes, ceiling heights, window-
to-ﬂoor ratios, inﬁltration rates, etc.) Thermal mass, and associated
other thermal effects, conferred resilience irrespective of whether
the building was ventilated entirely naturally (by window opening)
or by a mix  of natural and mechanical ventilation.
The predictive DLMs showed that the wards with little thermal
mass would very probably become dangerously hot in heat waves
such as those experienced in 2006. During the hottest week of 2006,
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he predictive DLMs indicted that the Bradford modular building
ould, without intervention, exceed 28 ◦C for 20 (west-facing) to 22
east-facing) hours per day on average. This is dangerously hot, far
bove that recommended. This is particularly worrying as UK hospi-
als are expected to provide a safe haven for those most vulnerable
o heat waves. Intervention, such as permanent external shading,
ould seem prudent, and even so, temporary air-conditioning may
e needed during very hot weather. It is fortunate that Bradford is
ess likely to suffer hot weather events than areas further south and
ast in the UK.
The DLM results are in line with those previously reported,
hich were obtained from dynamic thermal models; most notably
he thermal resilience of the Nightingale wards in Bradford [14]
ompared to a concrete-frame tower in Cambridge [16,17].
More generally, lightweight modular buildings, without any
xternal shading, like those at Bradford, are especially danger-
us during heat waves; from a heat wave perspective, they would
ppear to be an unwise built form, especially for hospital wards.
erhaps, advice to hospital managers which is based on a model of
heir actual building’s performance (e.g. a DLM), may  well be acted
n more readily than information based on other, abstract, model
ypes.
Finally, it is worth thinking about the advice and space man-
gement possibilities of DLMs. Strategic advice to building owners
nd operators might, for example, concern the likely performance
f an existing new building in weather conditions as yet not experi-
nced (e.g. the likely impact of a heat wave). The results might act as
 spur to retroﬁt in order to stave off an undesirable future event.
his work suggests, for example, that the installation of external
hading on the Bradford modular buildings would be a good idea.
ndertaken more widely, temperature monitoring, and the cre-
tion of DLMs, might be used to ascertain the overheating risk of
hole building stocks. Internal temperatures could be monitored
ver a summer period (the optimum length of period has yet to be
stablished by the authors) and used to generate DLMs which could
hen be employed with various weather scenarios to predict perfor-
ance. The exceedance of standard values (e.g. hours above 26 ◦C
r BSEN15251 categories) could then be used to assign an over-
eating risk value to the monitored space. Indeed, historical room
emperature data may  already be available for numerous spaces, as
ecorded by building management systems for example.
The DLM approach also has potential for managing space
emperatures in existing naturally ventilated and mixed-mode
uildings. In particular, it may  be possible to install air tempera-
ure sensors linked to an occupant warning or automatic controller.
Although temperature sensors are small and low cost, they must
e sited carefully to avoid spurious data; some in this study were
een to be in direct sunlight at certain times.) The created DLMs
ould provide near term predictions of internal temperature on the
asis of weather forecasts (simply waiting for heat wave warnings
ay be inadequate for the least resilient buildings). The predictions
ould be the basis of warnings to building managers or nursing staff,
ho might, for example, open windows for night cooling, closing
olar shading devices, or install portable fans. Alternatively, the
odels might be used to operate actuators on windows, shading
evices or ventilation openings to automatically guard occupants
orm impending weather events.
. Conclusions
This paper presents a novel methodology for forecasting hourly
nternal temperatures in buildings without the need for com-
licated and time consuming computerised dynamic thermal
odelling. By applying time series analysis to monitored internal
emperature data, distributed lag models (DLM) were developed.ldings 86 (2015) 573–588
The native DLMs predicted temperatures an hour ahead based on
past internal temperatures and external temperature and solar
radiation measurements, predictive DLMs used only the external
drivers to make future predictions of internal temperatures.
Using standard statistical analysis software, DLMs were easily
created from temperature measurements made during the sum-
mer of 2011 in 97 naturally ventilated and mixed-mode wards, on
hospital four sites, in the UK. This paper presents results for 11
wards on two  sites, Bradford, in the north of England, and St Albans
in the south east.
The DLMs capture the inherent known and unknown thermo-
physical and human inﬂuences on space temperatures. They
revealed the substantial impact that orientation and site shading
has on internal temperatures and actually revealed shading effects
previously unnoticed by the researchers (trees and temporary
buildings).
Temperatures measured in the same wards during the summer
of 2012 were used to validate the results from the predictive DLMs
by driving them with the measured 2012 weather data. The results
were encouraging, with the differences from the measurements
being due to unknown and unpredictable eccentric events, such as
occupants opening windows; such events are impossible to cap-
ture reliably with any long-term predictive tool. DLMs may  be just
as reliable at predicting responses to external weather events as
calibrated dynamic thermal models; but they are much easier and
quicker to create. This is an area worthy of further investigation.
The measurements made during the summer of 2011, and the
predictions of the DLMs, showed that east facing wards tended
to heat up earlier in the day and so record more hours over any
chosen threshold temperature than west facing wards. In general,
the wards in the thermally light-weight, mixed-mode, modular
building at Bradford and those in the concrete-framed, mixed-
mode tower building, were much warmer, and uncomfortably
so, than the naturally ventilated, thermally massive Nightingale
ward.
Hospital wards’ performance during a severe heat wave was
assessed by feeding the predictive DLMs with the weather data
recorded at Heathrow, London during the European heat wave of
2006. The predicted internal temperatures were assessed using the
CIBSE steady state criteria (hours over 25 ◦C and 28 ◦C) and the
BSEN15251 adaptive criteria. Both types of assessment ranked the
wards’ resilience to heat waves in virtually the same order. The
Nightingale ward was the most resilient with, during the hottest
week (16–22 July 2006), just 2 h per day, on average, over 28 ◦C.
The low-rise masonry building at St Albans was also reasonable
resilient, whereas wards in the concrete-frame towers at St Albans
and Bradford were much hotter; 28 ◦C was  exceeded for more than
12 h a day on average.
The modular wards were dangerously hot. During the hot week
of the 2006 heat wave the DLMs predicted 20 or more hours
per day over 28 ◦C; temperatures exceeded the UK Department of
Health safe threshold, of 26 ◦C, for the entire week. It is evident
that mixed-mode, unshaded and thermally lightweight construc-
tion, such as that at Bradford, could be a danger to occupant health
during a severe heat wave. Substantial intervention, such as the
installation of temporary air-conditioning, would be needed to ren-
der such buildings habitable. It would seem particularly unwise
to adopt such a built-form for hospital wards; they are likely to
harbour thermally vulnerable patients, particularly so during a
heat wave, when hospitals might be expected to provide a safe
haven.4.1. Further work
Internal temperature can be considered as the phenotype of a
space, the observable result of multifactorial static characteristics
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ffected by numerous transient exogenous inﬂuences. The static
haracteristics may  be considered equivalent to a genotype and
nclude space volume, construction materials, orientation of the
pace with respect to north. Environmental conditions describe
he transient exogenous inﬂuences such as solar radiation, external
emperature, internal heat gains etc. Such that, as in biology, phe-
otype = genotype + environment. Thus the internal temperature in
 building space might be summarised as:
henotype = ktiriotype + environment.
The statistical models developed in this study concern only
he phenotype (i.e. the internal temperature) and the contribu-
ion of some environmental factors, though it is likely that the
xternal factors of solar radiation and external temperature are
he principal environmental effects during the summer modelling
eriod. One might assume that the coefﬁcients calculated for each
f these exogenous drivers relate in some way to the ktiriotype
f an individual space (i.e. the building make-up, equivalent to
 genotype), where the ktiriotype is composed of multifactorial
ontributors (e.g. construction materials, patterns of occupancy,
nternal heat gains) the signiﬁcance of these factors on the kte-
iotype could be further investigated. For example what effect do
hanges in glazing area have on the coefﬁcients associated with
olar radiation? There is not a direct link to the statistical model
oefﬁcients and the space ktirotype, these values are unique and
peciﬁc to individual spaces and thus a universal statistical model
hat can be used to predict a space phenotype using weather
ata, without ﬁrst generating coefﬁcients using hourly internal
emperatures recorded over a period of time is unlikely to be pos-
ible.
In order to further understand the relationship of the ktiriotype
o space phenotype, experimentation could draw on the principle
f genetic knockout experiments where the impact of a single gene
n a phenotype is investigated [30]. In a similar manner, an aspect
f the ktiriotype of a simple structure can be altered (for exam-
le changing the glazing size in a test cell, either computational
r physical) and the effect on the phenotype (internal tempera-
ure) and the magnitude of the distribution lag model coefﬁcients
easured.
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